
1/2  (SUM OF NOMINAL PIPE

DIAMETERS PLUS 300 mm)

SEE NOTE 2.

150 MIN

FINISHED

GRADE ℄ OF TRENCH*

BACKFILL BY MACHINE

MAX. ROCK SIZE 0.015m³

MAX LIFT SIZE 300mm

EXCAVATION DEPTH

FOR PAYMENT

MINUS ASPHALT

THICKNESS

>6m

DEPTH

NOTES: 

1.  BEDDING TYPE SHALL BE AS SPECIFIED IN THE SCHEDULE OF QUANTITIES AND PRICES.

2.  EXCAVATION WIDTH FOR PAYMENT AS PER LIMITS FOR MEASUREMENT IN CONTRACT DOCUMENTS.

3.  * ℄ OF TRENCH FOR MEASUREMENT PURPOSES.

4.   ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE SHOWN.

0-4m

>4m, <6m

TRENCH DETAIL COMMON SEWER

2000mm

MIN. WIDTH

2500mm

1500mm

BEDDING TYPE '1'

OR AS SPECIFIED

BEDDING TO BE FULL

THEORETICAL

TRENCH WIDTH

VARIABLE DEPENDING

ON PIPE SIZE

700

700

150

150

150

150

150 MIN

℄ OF PIPE

POLYETHYLENE

MARKER TAPE

SANITARY

STORM

SEWER

SEWER

300

300

04040
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