
TOP OF PAVEMENT

SET FLUSH WITH SURFACE

STANDARD CURB STOP
TOP C/W BRASS PLUG.

25Ø RISER PIPE SCREWED
INTO SERVICE SADDLE.

SERVICE SADDLE

TOP SECTION OF A VALVE BOX

150

NOTES:

1.  SOUNDING POINT TO BE LOCATED 250m FROM NEAREST VALVE AND SPACED 250m APART.

2.  ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE NOTED.

NON-METALLIC PIPE

DEPTH VARIES

N.T.S.

SOUNDING POINT / MARKER DETAIL FOR
NON-METALLIC WATER MAIN
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